
 

  

FIRE DEPARTMENT SIGNAGE 

REQUIREMENTS 



 

  

WALL MOUNTED FDC SIGN DETAIL 



 

  

ALTERNATE FDC SIGN DETAILS 



 

  

REMOTE FDC SIGN DETAIL 



 

  

FIRE DEPARTMENT SPRINKLER RISER ROOM SIGN DETAIL 



 

  

FIRE ALARM CONTROL PANEL SIGN DETAIL 



 

 

  

FIRE DEPARTMENT ACCESS SIGN DETAIL 



 

  

SIGN PLACEMENT DETAIL (Example) 

FDC  

 

Lock Box        

installed 5.5 ft. 

above grade 

FDC Caps with 

Swivel Guard 

Riser Room 

Signage 

Fire Lane 

Identification 



 

  

SPRINKLER CONTROL SIGN DETAIL 



 

  

WET STANDPIPE SIGN DETAIL 



 

  

SPECIAL FIRE DEPARTMENT FIRE PUMP TEST HEADER 

SIGN DETAIL 



 

  

COMMAND CENTER SIGN DETAIL 



  

ROOF 
ACCESS 

ROOF ACCESS SIGN DETAIL 


